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both inspectors may take samples of
parts or materials entering into con-
struction, or final assemblies, for fur-
ther examinations, inspections or
tests. The manufacturer shall provide a
suitable place and the apparatus nec-
essary for the performance of the tests
which are done at the place of manu-
facture.

§162.028-7 Procedure for listing and
labeling.

(a) Manufacturers having a marine-
type portable fire extinguisher which
they consider has characteristics suit-
able for general use on merchant ves-
sels and motorboats may make appli-
cation for listing and labeling as a ma-
rine-type portable fire extinguisher by
addressing a request directly to a rec-
ognized laboratory. The laboratory will
inform the submitter as to the require-
ments for inspection, examinations,
and testing necessary for such listing
and labeling. The request shall include
permission for the laboratory to fur-
nish a complete test report together
with a description of the quality con-
trol procedures to the Commandant.

(b) The U.S. Coast Guard will review
the test report and quality control pro-
cedures to determine if the require-
ments in §162.028-3 have been met. If
this is the case, the Commandant will
notify the laboratory that the extin-
guisher is approved and that when the
extinguisher is listed and labeled, it
may be marked as being U.S. Coast
Guard approved.

(c) If disagreements concerning pro-
cedural, technical, or inspection ques-
tions arise over U.S. Coast Guard ap-
proval requirements between the man-
ufacturer and the laboratory, the opin-
ion of the Commandant shall be re-
quested by the laboratory.

(d) The manufacturer or the labora-
tory may at any time request clarifica-
tion or advice from the Commandant
on any question which may arise re-
garding manufacturing and approval of
approved devices.

[CGD 72-214R, 38 FR 6880, Mar. 14, 1973]
§162.028-8 Termination of listing or
labeling.

(a) Listing or labeling as a marine
type portable fire extinguisher accept-
able to the Commandant as approved

§162.039-3

for use on inspected vessels and motor-
boats, may be terminated, withdrawn,
cancelled, or suspended by written no-
tice to the recognized laboratory from
the Commandant, or by written notice
to the manufacturer from the recog-
nized laboratory or from the Com-
mandant, under the following condi-
tions:

(1) When the manufacturer does not
desire to retain the service.

(2) When the listed product is no
longer being manufactured.

(3) When the manufacturer’s own pro-
gram does not provide suitable assur-
ance of the quality of the listed or la-
beled product being manufactured.

(4) When the product manufactured
no longer conforms to the current ap-
plicable requirements.

(5) When service experience or lab-
oratory or U.S. Coast Guard reports in-
dicate a product is unsatisfactory.

(b) [Reserved]

[CGFR 60-36, 256 FR 10640, Nov. 5, 1960, as
amended by CGD 72-214R, 38 FR 6880, Mar. 14,
1973]

Subpart 162.039—Extinguishers,
Fire, Semiportable, Marine Type

SOURCE: CGFR 65-9, 30 FR 11487, Sept. 8,
1965, unless otherwise noted.

§162.039-1 Applicable specifications.

(a) There are no other Coast Guard
specifications applicable to this sub-
part.

(b) [Reserved]

§162.039-2 Classification.

(a) Every semiportable fire extin-
guisher shall be classified as to type
and size as specified in §76.50-5 (Sub-
chapter H—Passenger Vessels) of this
chapter.

(b) [Reserved]

§162.039-3 Requirements.

(a) General. Every semiportable fire
extinguisher shall conform to the re-
quirements for listing and labeling by a
recognized laboratory and shall be of
such design, materials, and construc-
tion as to meet the requirements speci-
fied in this section.
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